ALTERNATES GENERAL NOTES

ALTERNATE A-3
1. PROVIDE ADDITIONAL PLUMBING CONNECTIONS FOR:
A) (1) ADDITIONAL GLASSWARE WASHER UNIT IN
ROOM L046
B) (1) ADDITIONAL STERILZER IN ROOM L046
C) (2) BIO-SAFETY CABINETS IN ROOM CL006C

ALTERNATE A-7
1. PROVIDE PURE WATER (DI) SYSTEM EQUIPMENT AND
PIPING.

SHEET KEYNOTES:

PRELIMINARY SETPOINT IS 15 PSIG.

FLOW TRANSMITTER

ONE TIME ADJUSTMENT OF THIS VALVE PROVIDE
FOR MAJORITY OF FLOW TO PASS THROUGH BEDS
SO AS TO CONSISTENTLY MEET RESISTIVITY
REQUIREMENT.

CONNECTION FOR TANK SANITIZATION.

CONDUCTIVITY INDICATOR.
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